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1 INTRODUCTION 

Current transformers (CTs) are the basic interconnection between the power system and 

almost all measurement devices such as protective relays. CTs step the primary current down to a 

nominal secondary level for use by protective relays, meters, and other monitoring devices. One 

of the practical concerns for the protection engineer is the actual ability of a CT to replicate the 

primary current. 

CTs perform reasonably in most operating scenarios, faithfully reproducing primary current 

as a secondary current, with little distortion or error. C37.110, the IEEE Guide for the Application 

of Current Transformers Used for Protective Relaying Purposes[1] allows that a ANSI C-class CT 

connected to a standard burden should have no more than 10% error at 20 times rated voltage. In 

practice, modern C-class CTs have an error of 1% to 2%, and keep this high level of accuracy 

over their operating life. However, there are scenarios where CTs can be expected to not perform 

well, and can have a negative impact on the performance of the protection system. The protection 

engineer must consider these scenarios when designing the protection system, and relay suppliers 

must consider these scenarios when designing relays. The following discussion describes how CT 

replication error impacts protective relay performance by presenting three actual examples of 

relay performance. However, the root cause of the relay operation in response to CT saturation is 

different for each case, and therefore, the appropriate protection system design to prevent 

undesirable relay operations is different for each example. 

2 CT FUNDAMENTALS 

To understand the performance of CTs during fault conditions, a review of transformer 

fundamentals is necessary. Transformers consist of two windings magnetically coupled by the 

flux in a saturable steel core. A time varying voltage applied to one winding drives magnetic flux 

in the core, and induces a voltage in the second winding. The transformer draws an exciting 

current to maintain the flux in the core. Since AC voltage is time varying, the flux, the exciting 

current, and the voltage and current induced in the second winding is also time varying.[2] 
The concern for the relay engineer is the actual current at the secondary terminals of the CT. 

This current, ISEC, is the total secondary current as transformed by the CT, ISEC Total, minus the current 

necessary to supply the magnetizing branch IE. 
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A current transformer is simply a transformer designed for the specific application of 

converting primary current to a secondary level for measurement purposes.  

The actual performance of a CT, and the equivalent model used for analysis purposes, are 

identical to that of any other transformer, as shown in Fig. 1.  
 

 

 
 

 

 
 

 

 

Fig. 1: CT equivalent circuit Fig. 2: Measured CT secondary current during 
saturation 

2.1 CT saturation 

A short circuit occurring on the primary circuit has a great impact on the performance of a CT. 

The increase in primary current results in an increased secondary current. The increased secondary 
current results in a higher voltage drop across the CT winding resistance and connected burden of the 

CT, and results in a higher excitation voltage. This higher excitation voltage creates more flux. The 

flux characteristic is still sinusoidal in shape, but may be high enough to cause saturation of the 

transformer core. The resulting exciting current needed to supply the flux is very high in magnitude, 
and may approach the magnitude of the primary fault currents. Remembering that the ISEC = ISEC Total - 

IE, then the current output of the secondary winding is reduced significantly by the higher exciting 

current. The core goes into and out of saturation as the voltage varies over the power system cycle. As 
a result, the output of the CT is normal while the core is unsaturated, and reduced when the core 

saturates, as in Fig. 2. 

As described, the excitation voltage induces flux in the CT core, and the flux is supplied by the 
excitation current. CT manufacturers supply the secondary excitation characteristic to relate excitation 

voltage and excitation current for a specific model of CT. This characteristic is used to estimate CT 

performance for protective relaying applications. This characteristic, for example, can be used to 
determine the excitation voltage at which the CT will saturate. 

This saturation voltage VX is the symmetrical voltage across the secondary winding of the 

current transformer for which the peak induction just exceeds the saturation flux density. It is found 

graphically by locating the intersection of the straight portions of the excitation curve on log-log 
axes.[1] When the excitation voltage of the transformer exceeds this level, the transformer core is in 

saturation. The saturation voltage is important for predicting CT performance during fault conditions. 

 
 

 

 
 

 

 

 
 

 

 
 

 

Fig. 3: CT saturation voltage from secondary excitation characteristic 
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2.2 DC offset 

In the highly inductive network of the power system, the current wave must be near maximum 

when the voltage wave is at zero. Therefore, when a short circuit occurs with the instantaneous voltage 

at zero, the current at the time of the fault must be at a maximum. To supply this maximum current, a 
countercurrent, the DC component, is produced. After providing this initial current requirement, the 

DC component is no longer required, and decays based on the X/R ratio of the power system. The 

practical result is during short circuits the primary current, and therefore the secondary current, may be 
asymmetrical with respect to the current axis. This asymmetrical current results in the peak current 

that will be seen for a specific fault, and is known as the DC offset of the fault current.[5]  

This DC component is a problem for transformers, as the DC component tends to create more 
flux in the core that adds to the flux driven by the AC voltage. So essentially, the total flux in the CT is 

dependent on the area under the curve. Therefore, the longer the system time constant, the more likely 

the CT is to saturate. 

2.3 Remanent flux 
The flux in the core of a CT is a function of both the excitation voltage, and the magnetic 

properties of the core itself. When excitation is removed from the CT, some of the magnetic domains 

of the core retain a degree of orientation relative to the magnetic field that was applied to the core. 
This is known as remanent flux. When excitation is removed during high magnitude fault events, this 

remanent flux can be quite high. The remanent flux essentially shifts the normal operating flux of the 

CT, and will require either more or less exciting current. During a subsequent fault, this remanent flux 
can push the core deeper into saturation, or keep the core from going as deep into saturation. 

2.4 Some basic relations of CTs 

From the CT equivalent circuit of Fig. 1, and the saturation factor and time to saturation, it is 

simple to derive some basic relationships of the CT to X/R ratio, connected burden, and fault current. 

The voltage VSEC, which is the secondary excitation voltage, is determined from the voltage drops 

across the CT secondary circuit: 

 BSSECSEC ZRIV   

 

where  RS = secondary winding resistance of the CT 
 ZB = total burden (including wiring leads) connected to the CT secondary. 

For ANSI C-Class CTs, the leakage reactance ZS is negligible, and may be ignored. 

 
The flux in the core can approach 1+X/R during a fully offset fault.[1] Therefore, a second 

relation (assuming a resistive burden) is that the CT will not saturate if. 

 

 
R

XZIV SSECX  1  

where VX = saturation voltage of the CT .  

Based on this last equation, it is simple to see that increasing fault currents, increasing 
connected burden, and increasing X/R ratio requires a higher saturation voltage to prevent CT 

saturation. In practice, it is rarely possible to completely prevent CT saturation from occurring for all 

fault events. The best methods to reduce the likelihood of CT saturation is to use a higher accuracy 

class CT (increasing the saturation voltage), a higher connected turns ratio (reducing the secondary 
current), and limiting the connected burden. 

When choosing CTs for a specific application, there are two general methods for selecting the 

appropriate CT accuracy class and turns ratio with regards to possible saturation. One method simply 
looks at the maximum symmetrical fault current: 

SSECX ZIV 2  

or if the CT saturation voltage is greater than twice the voltage drop due to the maximum symmetrical 

fault current, the CT is sized adequately.  The other method uses the maximum asymmetrical fault 
current: 
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If the saturation voltage is greater than the voltage drop for the maximum asymmetrical fault, 

the CT is sized adequately. However, these are just general recommendations. CTs sized based on 

either one of these methods will saturate for some fault events, depending on fault current magnitude, 
the amount of DC offset in the fault, and remanent flux in the CT. It is not adequate for the protection 

engineer to assume that relays sized this way will perform adequately for all fault events. This paper 

examines actual events where CTs sized by these methods still had significant measurement errors. 

3 UNEQUAL CT SATURATION 

CTs identical in accuracy class, turns ratio, and connected burden will not perform exactly the 

same during fault events, due to variations and differences in manufacturing and materials. Obviously, 
paralleling two CTs that may saturate differently for the same fault event carries some risk of 

undesirable operation of protective relays. Traditional protection methods for dual breaker terminals 

parallel the CTs for line protection. The sum of the two currents equals the current flowing on the line. 
During a through fault on the bus, with ideal CTs, the sum of the two currents will still equal the 

current flowing on the line. However, if the CTs saturate for this fault, and saturate at different rates, 

the relay will measure current different than the current in the line. 

 
 

 

 
 

 

 
 

 

 

 
 

 

Fig. 4: Bus through-fault currents     Fig. 5: Line differential fault: reclose event 

This specific example is about a line differential relay applied on a breaker-and-a-half line 
terminal. A high magnitude bus fault external to the differential relay resulted in unequal CT 

performance, and an undesired operation of the relay. 

3.1 Fault event 
05-0607A and 05-0607B lines are parallel 138kv lines between Substation 6 and Substation 7. 

Both ends of the line use multi-breaker terminals, and both lines are protected by line differential 

relays. The outputs of the CTs from each breaker are paralleled into one input of the line differential 

relay. A permanent fault event, and reclosing, helps illustrate the problem with unequal CT saturation. 

3.2 Initial fault event 

The initial fault event was an A-phase to ground fault on the 05-0607B line. Approximately 

27,000A flow to the fault came from the Substation 6 end of the line, and about 1,260A flow to the 
fault came from the Substation 7 end of the line. The line differential relays on line 05-0607B at 

Substation 6 and Substation 7 operated correctly to clear this fault. The waveforms captured by the 

line relays show almost no DC offset in this initial fault. As a result, no CTs saturated during the initial 
fault. The relays on the 05-0607A line did not operate, and did not capture oscillography.  

3.3 Reclose fault event 

The line differential relays at Substation 6 reclosed breakers 507 and 509 after approximately 

0.5 seconds. This closed the 05-0607B line in on the permanent A-phase to ground fault. At this point, 
the relays on both the 05-0607B line and the 05-0607A line operated to clear this fault.  
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Information from the line differential relays for both lines shows 23,300A of fault current flowing to 

the fault on the 05-0607B line from Substation 6. The relay at the Substation 7 end of the 05-0607A 

line shows 1,364A, and the relay at the Substation 6 end of 05-0607A shows 1,767A of fault current.  

3.4 Substation 6 05-0607A relay operation 

The fault record from the relay on the 05-0607A line at Sub 6 shows the condition that caused 

the relay to operate. The fault event was an external through-fault on the 05-0607A line. The 
expectation for a line differential relay experiencing a through-fault is that the local and remote line 

currents will increase, be approximately the same magnitude, and be 180 out of phase with each 
other. Oscillography capture by the relays show a different phenomenon. For the initial cycle of the 

fault, the magnitude of the local and remote currents increased as expected, and the angles of the 

current were opposite in direction. After a cycle, the magnitude of the local current decreased, but 

more importantly the angle of the local current changed direction almost 180. During this period of 
the fault event, the angle difference between the local and remote currents was only approximately 

90. As a result of the decreased angle between the local and remote currents, the differential current 
increased to a level high enough to cause the relay to operate.  

3.5 CT performance during the fault 

Based on the waveforms, it is obvious that the CTs at the Sub 6 end of the line did not perform 
as expected, and saturation is suspected. The relay on the 05-0607A line measured 1,767A of fault 

current, which is the sum of the currents flowing through the CTs on the 501 and 503 breakers. Using 

a CT saturation analysis tool[3] with a typical CT secondary excitation characteristic, a system X/R 

ratio of 30, a fully offset fault, and maximum flux density in the CT, 1,767A will not cause the CT to 
saturate. This indicates the fault event was a bus fault relative to the 05-0607A line, with fault current 

flowing across the 501 and 503 breakers that make up the Substation 6 end of the line, as suggested in 

Fig. 6. 

 

 

 
 

 

 
 

 

 
 

 

Fig. 6: Likely fault currents for event    Fig. 7: Modeled CT performance at 503 breaker 

A method to test this assumption as to the cause of the CT performance is to model the CTs and 

total CT performance. The analysis assumes a situation similar to the above drawing, where the 
majority of the fault current flows in the 503 breaker, and this current, plus the contribution from the 

05-0607A line, flows in the 501 and 507 breakers. The analysis uses the IEEE PSRC CT saturation 

analysis tool, a typical CT secondary excitation characteristic, a system X/R ratio of 30, and a fully 
offset fault with no flux remanence. Using assumed current levels based on the above figures, all of 

the CTs saturate due to the current magnitude and DC offset, as shown in Figure 7 and Fig. 8.  

Since the CTs are assumed to have identical performance, the only differences in this analysis 
are the magnitude of the fault current. 

The current as seen by a line differential relay summing the individual currents from the 501 

and 503 breakers can look similar to the current shown in Figure 9. 
This waveform is similar to that as actually recorded by the relay at Substation 6, with the major 

difference the actual CT performance versus the identical typical CTs of this model.  
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Fig. 8: Modeled CT performance at 501 and 507 Fig. 9: Relay current based on modeled CT 

performance 

3.6 Line differential relay performance during CT saturation  
The specific line differential relay used in this application is designed to maintain security even 

in the face of external faults with severe CT saturation. The relay does this by using an adaptive 

restraint in the differential characteristic. 
Restraint current in a differential relay may be calculated a variety of ways, the most common 

ways being the sum of the measured current magnitudes, or the maximum of the measured current 

magnitudes. The relay trips when 1
 RESTRAINT

DIFF

ISlope

I
. The restraint current in this specific relay is 

based on the maximum current measured at the relay, the differential element characteristic settings, 
measurement errors in the current signal, and the likelihood of CT saturation. The differential element 

operates whenever the differential current is greater than the restraint current, so the adaptive restraint 

current attempts to maximize restraint as measurement uncertainty increases, such as during high 
magnitude fault events. However, the restraint is based on the measured input current to the relay, 

which is the sum of the two parallel circuits. At the time of operation, the differential current in this 

relay was 2,194 amps. The relay was not configured to record restraint current, but the restraint current 

can be estimated to be from 1,536 amps (0.70 slope x 2,194 amps current) to approximately 2,000 
amps with significant measurement error. Therefore, the relay operated since the differential current 

was greater than the restraint current. 

3.7 Options to prevent future operations 
Obviously, line differential relays should not operate for external faults, even when CT 

saturation is present. The challenge for this application is the fault current seen by the CTs is 

significantly larger than the fault current seen by the relay algorithm. There are three options worth 
exploring to improve relay performance: upgrading the CTs, changing the relay settings, and 

reviewing the relay application. 

Upgrading the CTs is a matter of using a higher accuracy class CT, and a higher connected turns 

ratio, to improve CT performance during high magnitude faults. In this case, the CTs are already C800 
CTs, with an 800:5 turns ratio. Using a higher turns ration will lessen the likelihood of CT saturation, 

but the CT will still saturate for 23,300 amps of fault current with 1200:5 CTs. 2000:5 CTs may not 

provide desired sensitivity for fault detection.  
Changing the relay settings to desensitize the relay may prevent mis-operations, with the 

tradeoff of possibly missing internal faults with significant fault resistance. However, the relay in this 

application was already set at the maximum slope setting, so no change is possible.  

Reviewing the relay application may be the best choice in this specific application. Line 
differential relaying was originally selected for the application, as the protected lines are short 

underground cables. The unequal saturation of CTs was not adequately considered during the selection 

process. Clearly, line differential relaying with paralleled CTs is not adequate. There are two options 
to consider: pilot protection relaying using directional overcurrent relays, and multiple input line 

differential relaying. 

Directional overcurrent relays may not be reliable in this application. The unequal CT 
performance of paralleled CTs could impact the directional measurement of the relay.  

Microprocessor line differential relays are available that measure each breaker current 

individually. The differential current is still the sum of the measured currents. However, the restraint 
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current increases dramatically. For this example, the differential current remains at 2,194 amps. With 

paralleled CTs, the restraint is based on this value. With a relay measuring the two CT currents 

individually, the restraint is based on 23,300 amps, so such a relay won’t trip. In fact, this method 

allows the relay to be set more sensitive and still maintain security, as suggested by the differential 

characteristic of Fig. 10. 

 
 

 

 

 
 

 

 
 

 

 

Fig. 10: Comparing the differential element 

4 LOW CURRENT (DC) CT SATURATION 

It is traditional to think of high magnitude fault events as the cause of CT saturation. However, 

as previously described, it is possible for CTs to saturate at low current magnitudes due to the DC 
component of the fault current. This phenomenon is especially true near generators, as the generator 

typically has a very long DC time constant. The X/R ratio near generators is typically 20-25, with 

values sometimes as high as 50. As a result, generator stator differential relays are prone to operating 
for external faults or during energization of a nearby transformer, such as the generator step up 

transformer. The terminal and neutral CTs may saturate due to the DC component, and are likely to 

saturate at different rates, resulting in a false differential current.  

The generator in this case is protected by two different microprocessor generator protection 
relays. The stator differential element for one of these relays (Relay B) operated for an external B-

Phase to C-Phase fault present for 40 cycles. The stator differential element of the other relay did not 

operate for the same event. The fault record retrieved from Relay B clearly shows that the terminal 
CTs and neutral CTs measured slightly different currents in both magnitude and phase. The difference 

in currents was enough to cause an operation of the phase differential element. 

 

Fig. 11 shows the B-Phase current waveforms during this event, and also shows a calculated 

RMS value. The current measured at the generator neutral CT location has been rotated 180 to more 
easily compare magnitude and phase shift. C-Phase waveforms show a similar phenomenon. 

 

 
 

 

 
 

 

 
 

 

 

 

Fig. 11: B-phase current waveforms    Fig. 12: Improved differential logic and directional 
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The B-Phase and C-Phase currents clearly show the difference in performance between the 

terminal and neutral CTs. These differences are in both magnitude and phase angle. Even these slight 

differences may be enough to cause an incorrect operation of the phase differential element.  

4.1 Phasor analysis 
Displaying these currents on a phasor diagram is a better view of the differences. Ideally, the 

currents between the terminal and neutral CTs should be 180 opposite each other. Phasor analysis 

shows a 12 error for B-Phase, and a 13 error for C-phase. Also, the magnitude error on B-Phase is 
around 500 amps, and the magnitude error on C-Phase is around 460 amps. The minimum pickup for 

the differential is 400 amps, so it is simply a matter of the level of restraint current to distinguish 

between tripping and restraining.  

4.2 Relay B phase differential operating calculations 

The waveforms and phasor data clearly show that there is unequal CT performance. It is 

possible to use this data to mathematically analyze the performance of the phase differential element 
of Relay B. The relay uses a typical dual slope differential characteristic. 

The graph of Figure 10, plots the operating and restraint currents versus the differential 

characteristic. This graph clearly shows that both B-Phase and C-Phase currents are significantly in the 

Trip region of this characteristic, which is due to the unequal DC performance of the two sets of CTs 
A more accurate analysis is made by mathematically modeling the relay operating characteristic 

equation. This equation shows the logical output of the differential equation was satisfied for both B-

phase and C-phase from the moment of trip for about 6 cycles, or about the time the generator was 
losing inertia after being tripped. 

4.3 Recommendations 

This is a difficult case for relay engineers to take measures to prevent mis-operations. The 
Guide for the Application of Current Transformers[1]makes some specific recommendations for 

current transformers, including CTs sized for 150% of the maximum generator load, using the highest 

accuracy class possible, with fully distributed windings, and having identical connected burdens. Even 

following these methods, DC saturation is likely to occur for some events, such as this 40-cycle 
external fault. So there is a practical limit to what a protection engineer can accomplish. 

Microprocessor relays can be designed to detect this unequal CT performance specifically for 

generator stator differential protection. A variety of methods have been implemented. Using a time 
delay is not an appropriate method, as this significantly slows down tripping for an internal short 

circuit. The specific relay used in this application includes an algorithm to detect CT saturation, and 

prevent tripping for external faults where CT saturation occurs at high magnitudes of current. The 

algorithm has recently been improved to operate correctly for events such as this specific one, where 
CT saturation occurs at low current levels.  

The improved algorithm consists of a traditional dual slope low-impedance differential 

characteristic, a directional supervision element, and a saturation detection algorithm. For normal 
events, the differential characteristic determines trip or restraint. When CT saturation is detected, the 

directional supervision element permits or blocks tripping.  

The directional element looks only at the direction of the terminal and neutral currents relative 
to each other. Possible CT saturation can be declared for both low- and high-current saturation. 

5 SUMMARY 

The performance of CTs impacts the design of protective relays, protective relay systems, and 
protective relay settings. Saturation of CTs can be difficult to predict and can sometimes lead to 

undesired operation of relays. The two examples in these papers show different events where CTs 

saturated and caused relay operations. It is common to think of CT saturation for only an individual 

CT, and that high magnitude fault currents are the cause of CT saturation. The examples presented in 
this paper discuss other impacts of CT saturation than the commonly understood impacts. 

The first example does cover CT saturation due to high magnitude fault currents. However, two 

CTS used in parallel may saturate differently for the same faults. The second example discusses CT 
saturation due to the DC component of a fault. This results in unequal saturation of the CTs used in 

differential scheme.  
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When choosing CTs for an application, the general rule is to use the highest accuracy class 

possible, the highest connected turns ratio possible, and connect the smallest burden possible. There 

are obvious practical limits in size, cost, and commitment to standards. However, comparing the 

saturation voltage of the CT to the voltage drop across the CT secondary burden for the maximum 
fault current is not the only step the protection engineer must take to properly select CTs, and to 

properly design a protective relaying scheme. 
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