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1 INTRODUCTION 

Numerous recent events have illustrated the importance and usability of synchrophasor data. 

Islanding events and system separations have occurred on the North American power grid, where 

synchrophasors may have been the only system to detect the event. Because of the critical nature of 

this information, it is not enough to simply transmit data and hope the data arrive at the desired 

location and are processed correctly. This paper outlines a method of configuring redundant phasor 

measurement units (PMUs) using commercial off-the-shelf hardware and software. Advanced data 

analysis is also introduced to increase the usability of the information to operators in order to enhance 

situational awareness.  

2 RECENT EVENTS AND THE STATE OF THE ART  

In the more than seven years since the formation of the Eastern Interconnection Phasor Project 

(EIPP) and the subsequent formation of the North American SynchroPhasor Initiative (NASPI), utility 

companies have begun to understand the value of real-time data from PMUs. This was clearly 

demonstrated during a storm incident on the Entergy system [1]. During this event, the role of PMUs 

in detecting and maintaining a power island was clearly documented, including the published savings 

of over two million dollars. This is the first documented savings from applying PMUs on the 

transmission grid. In fact, Entergy was one of the first utility companies to widely install commercially 

available PMUs on both their transmission and distribution grids. The first set of PMUs was installed 

in 2004 and became fully operational in April 2005. On June 15, 2005, the PMU systems recorded a 

major blackout. Fig. 1 shows the trend lines of the grid behavior prior to, during, and immediately 

after the blackout. 

The trend lines in Fig. 1 show the frequency in Little Rock, Arkansas, and Houston, Texas, as 

well as the angle difference between the two locations. The graph shows 27 minutes of data prior to 

the blackout. The angle difference was very stable all day at around 35 degrees. At about 5:00 p.m., 

there was a jump in the angle difference. This was subsequently found to be the result of recloser 

failure on the lines between Little Rock and Houston. This started the system on an unstable trajectory, 

which can be seen by the continuing angle increase. The report also shows angle jumps in the negative 

direction, relieving the stress on the grid temporarily. The angle jumping was due to the fact that, as 

the lines opened, the impedance between Little Rock and Houston increased instantaneously because 

of the line outage (less copper between the two nodes). Similarly, as the lines closed back in, the 

impedance dropped, resulting in a decrease in the angle difference. 
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Fig. 1: Trend lines show the behavior of the grid prior to, during, and immediately after the blackout 

Just prior to the blackout, the angle difference exceeded 120 degrees, clearly an unstable 

condition [2]. Note that a few minutes later, the grid collapsed. A second analytical view of the data is 

shown in Fig. 2. This is a continuous plot of the grid frequency at each bus versus the frequency at the 

reference bus. 

 

Fig. 2: Overlays of frequency and frequency x-y plots 

In Fig. 2, the x axis shows the frequency at one of the nuclear plants in Louisiana, and the y axis 

shows the frequency at the other buses in the network. The dots on the chart move up and down the 

45-degree line, showing that the grid is coherent. The labels of the variables and the correlation 

coefficient of the line are shown on the right-hand side. 

Another analytical view that must be computed is the angle difference between parts of the grid, 

as shown in Fig. 1. We show a more recent example of relative angles in the Eastern Interconnection 

in Fig. 3. 

 

Fig. 3: Unwrapped angle differences 
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Fig. 3 shows three absolute phase angles and two relative phase angles. The A-phase in each of 

these areas is different, which is the reason for the large angle separations. The absolute phase angles 

are basically off by 120 degrees. The absolute angles wrap from –180 degrees to +180 degrees. The 

frequency is lower than 60 Hz for the first part of the trend and is exactly at 60 Hz when the absolute 

angle slope is zero. When the rate of change is positive, the frequency is above 60 Hz. This can be 

seen on the right-hand side of the trend chart. The relative angles between Lenox-Knoxville and 

between Charlotte-Knoxville are also shown on the trend chart. The relative angles are called the 

unwrapped angle difference. Fig. 4 shows an example of how the C++ code for the unwrapping could 

be done. 

st at i c  doubl e unwr apped_angl e_di f f er ence
( doubl e A,  doubl e B)
{
      doubl e Di f f  = A -  B;
      r et ur n
          Di f f  < - 180 ? Di f f  + 180
         :  Di f f  > 180 ? Di f f  -  180
         :  Di f f
         ;
}

 

Fig. 4: C++ code for unwrapping angle differences 

This calculation can only be achieved with time-aligned data. The alignment can be completed 

in phasor data concentrators (PDCs) or directly in the software server. In this case, there are only three 

data streams that have to be aligned to perform the unwrapped angle calculation. The unwrapping of 

the values is generally not performed in the PDC. 

As the importance of phasor measurements (shown in Fig. 1, Fig. 2, and Fig. 3) becomes better 

known to utility companies, there will be a rapidly increasing dependence on these measurements. No 

longer are PMUs considered laboratory instruments. As shown at Entergy, synchrophasors are part of 

critical control systems. Other utilities are using phasor measurements in real-time control as well. 

Hence, the industry needs a secure and highly available system to provide these measurements. We 

outline how this can be accomplished using standard off-the-shelf software and hardware to create a 

historian software server. 

3 RELIABILITY AND AVAILABILITY 

In this section, we discuss how to increase the availability of synchrophasor measurements by 

creating a cybersecure synchrophasor platform (CSSP) using redundant, reliable systems. 

Reliability Calculations 

A number of reports and papers have been written on redundancy for protective relay systems, 

such as [3], [4], and [5]. For example, the IEEE report “Redundancy Considerations for Protective 

Relaying Systems” “provides the relay engineer with information about what factors to consider when 

determining redundancy requirements … [and] addresses differences depending on application area, 

present practices and provides real world examples” [3]. 

Reference [4] uses fault tree analysis to show that, for permissive overreaching transfer trip 

(POTT) schemes, dual redundancy has higher dependability and lower security and the incremental 

cost is a low price to pay (where security is defined in the classical protection manner to be probability 

of an incorrect operation). Unavailability calculations from [6] show that a dual-redundant common-

mode system unavailability is ten times lower than the unavailability of a single relay system. 

Reference [6] concludes that dual-primary protection from the best manufacturer is the best design 

choice. 

In this paper, we discuss reliability and redundancy for synchrophasor archiver systems. All 

computer systems consist of the application, operating system (OS), and hardware.  

In the CSSP outlined in this paper, the application is a high-availability historian software 

server, the OS is Windows Server® 2008, and the hardware is a substation-hardened computer. 

According to the “ITIC 2009 Global Server Hardware and Server OS Reliability Survey,” 

Windows Server 2008 running on typical Intel®-based platforms has an unplanned annual downtime 
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of 2.42 hours [7]. Windows Server 2003 was slightly higher, with an annual downtime of 3.02 hours 

[7]. 

Given a combined OS and typical hardware downtime of 2.42 hours, we can easily determine 

that availability is 99.97 percent. 

The selected hardware has a field-proven mean time between failures (MTBF) of much greater 

than 100 years. This means that for every 100 units installed, there is one or fewer failures per year. 

Assuming a worst-case scenario (where the unit has to be shipped to the manufacturer for repair), the 

availability of the substation-hardened computer becomes 99.99 percent. By using the substation-

hardened computer, the combined OS and hardware availability number is higher because the 

hardware platform has over ten times the reliability of typical industrial computers and a much higher 

reliability than typical office-grade computers. 

To achieve higher availability, the CSSP is placed into a highly available architecture. When 

one system fails, the other system is available and continues operation. 

The historian software uses a concept known as a collective (a common name for a collection of 

servers). All computers in the collective have identical data with connections managed by the client 

software. For example, when a new client connection is requested, the connection is made to the least-

loaded computer, providing the fastest response. 

The availability of two systems in parallel is determined by the following equation:  

 1 – ([1 – availability] • [1 – availability]) (1) 

With an availability of 99.97 percent for the combined Windows Server 2008 and a typical 

Intel-based platform, we obtain a mirrored system availability of 99.99999 percent for the CSSP. 

Data Loss and System Maintenance 

Patch management has become such an important part of managing servers that research 

dedicated to just this topic is being performed [8] [9]. These studies show that there is a significant 

amount of downtime necessary to patch a server OS. Without redundancy, the downtime necessary to 

patch a server OS is the time span for loss of synchrophasor data. Both studies included the Windows 

Server 2003 OS. Windows Server 2008 was not included in these studies presumably because there 

are not enough field data at this time. Windows Server 2008 includes specific improvements in the OS 

that affect reliability, availability, and serviceability. Specifically, hot patching has been introduced to 

reduce the number of times a reboot is necessary to finalize a patch installation. 

North American Electric Reliability Corporation (NERC) CIP-007-2a Cyber Security – Systems 

Security Management (R3, Security Patch Management) states that “the Responsible Entity…shall 

establish, document and implement a security patch management program” [10]. As described by 

NERC in [11], there is a need to architect and design systems that have a commensurate level of 

availability. NERC states specifically that implementation should be done securely in redundant pairs 

to avoid systemic data gaps while standard maintenance is performed on the system. 

This is why we call the solutions presented here “cybersecure.” The NERC patches can be made 

on each machine at any time with no loss of data.  

4 CYBER SECURE SYNCHRONPHASOR PLATFORM 

In this section, we describe the hardware component of the system. 

PMUs 

The CSSP requires two PMUs that can each send identical User Datagram Protocol (UDP) 

packets to the software. The header and command packets can be sent via Transmission Control 

Protocol/Internet Protocol (TCP/IP) because these packets are sent only at limited rates. However, the 

data streams flow at high rates, often including more than simply phasors. For example, in the Entergy 

PMU system, 22 PMUs are used (soon to be expanded under the Smart Grid Investment Grant 

Program). Each PMU sends 84 measurements in each packet. The data include phasor vectors in a 

rectangular or polar format, frequency, rate of change of frequency, and other measurements, 

including positive-sequence voltage and current phasors. 

Header commands are sent by the interface to the PMUs every minute to determine if the PMUs 

have been reconfigured within the last minute. This information is part of the IEEE C37.118 standard, 

and any compliant PMU includes it. 
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Computers 

The CSSP uses substation-hardened computers. The hardware is based on low-power mobile-

class central processing units (CPUs) configured to run the Windows Server 2008 standard 64-bit 

operating system. The computers are rated for high- and low-temperature operations, require no fans, 

and use 2 GB of memory with 120 GB of solid-state drive (SSD). There are no moving components in 

this system. 

IEEE C37.118 Software Interface  

The IEEE C37.118 interface is loaded on each substation-hardened computer. There are two 

instances on each machine, one for PMU A and the other for PMU B. Each of these machines is 

configured to collect multiple data streams from each PMU. The additional 600 measurements are 

collected once per second and include the first 50 harmonics in each phase for both current and 

voltage. This is especially important when using the CSSP for transformer condition monitoring. 

Each interface is configured to failover to a secondary interface. The interfaces on both 

computers run in parallel. One is considered primary, and the other is backup. When a failover occurs, 

the backup becomes primary, and the original interface is turned off. When the original interface is 

again available, it automatically becomes the backup, so it can become primary again when the 

secondary fails. 

Software System 

The high-availability historian software server is basically two identical historian software 

servers running on separate substation-hardened computers. In this case, one historian software server 

runs on Computer A, and another historian software server runs on Computer B. 

The two computers form a collective. Clients, when connecting to the server, use the collective 

name. They do not explicitly know to which historian software server they are connected. The client 

software requests connections to the collective manager. Clients can force a connection to a specific 

server; however, if that server fails, the connection is passed to the secondary server. The software 

architecture is shown in Fig. 5. 

Display 

The display of phasor data requires either a desktop client or a web-based application. Display 

software from most manufacturers includes tools to simplify selections of PMU and data type to 

display. 

Most display systems include a method to jump or index from one PMU to another using a 

menu or drop-down box. One display example is shown in Fig. 6. 

Fig. 6 shows one of the seven PMUs that were operating on September 29, 2010. The user can 

click on any PMU device listed on the left to see the detailed trend lines for that device. The trend can 

be panned and zoomed to show history and details. 

5 ADVANCED DATA ANALYSIS 

Angle Difference Comparisons 

There are large differences when comparing the results of computing angle differences on a 

synchronous versus asynchronous basis. Fig. 7 shows an example of the differences. 

Fig. 7 shows the asynchronous values of the angle difference in the top line. The synchronous 

calculations are shown in the bottom line. The time alignment is performed on the computer at a 30 Hz 

rate. The estimated latency in this example is less than 3 milliseconds. 

Other Real-Time Analytics 

Consider a classical second-order system with y as the input and x as the output. The x variable 

is the time-synchronized frequency difference between two disparate buses in the typical region. The x 

variable is computed at a 30 Hz rate from PMUs located at the two buses. It is likely that in the near 

future there will be PMUs at every major bus in the network; hence, it is possible to compute all 

combinations of frequency differences across the typal region. 
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Fig. 5: Sketch of the software architecture 

 

Fig. 6: Element relative display 

 

Fig. 7: Angle difference comparison 
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From classical dynamics of second-order systems, the system model can be written as follows: 
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A plot of the transfer function using the Bode method in the ω domain results in the shape 

shown in Fig. 8 for any damping factor and frequency. 
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Fig. 8: Bode plot of a second-order system 

For systems that are critically damped, the damping factor (ζ) is equal to one. For underdamped 

systems, the damping factor is less than one, and a resonant peak occurs at the natural system 

frequency. As the damping factor approaches zero, the system approaches a bifurcation point and is 

about to become unstable [12]. The poles of the system are located on the imaginary axis in the s 

plane. 

Bode plots are often generated for transformers using the frequency response method (Doble) 

test. In this method, the transformer input is excited with a pure sine wave signal, and the output 

amplitude is measured. The frequency is then increased, and the process is repeated. This is called the 

sweep frequency response method of testing transformers. However, the input variables to the network 

are large, random perturbations that contain a large number of sinusoidal inputs. Thus the output 

contains a large number of sinusoidal components that can be extracted using Fourier analysis. We can 

identify the transfer function in real time using the Fourier transform method. 

In a power network, we expect to see one or more resonant frequencies. These are caused by the 

network itself, as well as poorly tuned generation equipment “hunting” against each other. A classical 

case of this is shown in [13], as well as Ошибка! Источник ссылки не найден.. However, these 
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papers describe the properties of the oscillation after it has started rather than predicting that the 

system could go unstable. 

The following sections demonstrate how this method works on actual data prior to a major 

separation event. 

Raw Data 

A major grid separation event occurred, and substation PMUs collected synchrophasor data 

prior to, during, and after the event. Frequency trends from two stations are shown in Fig. 9. Station A 

is outside of the power island event, and Station B is inside the power island. The frequencies track 

each other until just prior to the event. This display is what an energy management system operator 

might see. The solid line is outside the power island, and the dashed line represents the frequency 

inside the power island. 
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Fig. 9: Separation event 

The synchronized differences between the two stations result in the data shown in Fig. 10. 
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Fig. 10: Frequency difference between stations 

There was very little indication of a problem with the grid from the raw frequency differences. 

There are two small disturbances at about 2 minutes and 1 minute prior to separation. But these types 

of disturbances are common and often occur as a result of a line reclosing or several attempts at a 

reclose. 

Bode Plots of Frequency Inside and Outside Before Separation 
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We used the Fast Fourier Transform (FFT) to compute the Bode plot for each station. Station A 

is outside of the eventual power island and about 200 miles from the center of the island. A Bode plot 

shows the relationship amplitude of the FFT versus spectral frequency plotted on log-log paper, as 

shown in Fig. 11. 
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Fig. 11: Bode plot of Station A frequency response 

The system behaves as if it were overdamped, and there are no significant oscillations around 

Station A (i.e., a system with a damping ratio greater than one, commonly known as a stiff system). 

The region around Station A was normal 4 minutes before the separation occurred. The thin solid line 

is a logarithm trend line fitted to the spectral data. 

A Bode plot of the Station B response is shown in Fig. 12. 
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Fig. 12: Station B frequency response 

Note there is an indication that the damping at 0.48 Hz inside the power island is less than 1.0. 

Also, the maximum amplitude is less than 2.0. This method of grid instability detection is described in 

[15]. 

Bode Plot of the Differences 
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A Bode plot of the frequency response across the typical is shown in Fig. 13. 

L
o

g
 1

0
 A

m
p

lit
u

d
e

Hz

100

0.1

0.01

10

10

20

1 2.0

0.2 0.5

0.1

1

 

Fig. 13: Bode plot of frequency difference at 4, 3, 2, and 0 minutes before separation 

The resonant peak is located at 0.468 Hz and continually grows from about 7 to 20 in the 4-

minute interval before the separation. Comparing this with the frequency response of Station B, it is 

clear that the peak amplitudes are significantly larger and, had these been available in real time, could 

have provided an early warning to the operators of an impending separation. 

The question arises as to what the frequency response looks like during normal, stable periods. 

Fortunately, there were data collected in June 2005 for the frequency measurements at these two 

stations. The Bode plot is shown in Fig. 14. 
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Fig. 14: Frequency response between stations 

In this case, the grid is much more stable, with a small resonant peak at 0.95 Hz and a very 

small peak at 0.48 Hz. This clearly shows a small signal stability problem that has existed during this 

normal, stable period for more than four years, although it was not nearly as pronounced as during the 

major grid separation event. 

Damping Coefficient 

The damping coefficient may be computed directly from the FFT amplitude at the resonant 

peak. The damping term (ζ) may be computed directly from (4). The resulting formula is: 
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A

2A
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 (4) 

where: 

A0 is the amplitude of the FFT at harmonic number 0 (for normalized FFTs, this value is always 1). 

Ai is the amplitude of the FFT at harmonic number i. 

The value of i is the location of the resonant peak. 

Note that the formula for converting from harmonic number to hertz is as follows: 

 

i
Hz

N t


  (5) 

where: 

N is the number of samples in the moving window. 

∆t is the sampling interval. 

In the case shown in Fig. 7, the value of i at the resonant peak is 5, with a sampling interval of 

0.033333 seconds, and N is equal to 256. 

A plot of the damping coefficients at 0.468 Hz is shown in Ошибка! Источник ссылки не 

найден.. 
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Fig. 15: Damping coefficients prior to separation 

The damping is very low at the beginning of the plot and continues to drop to 0.025 just prior to 

the separation. This implies that a moving window FFT with 256 points in the window at 0.033333 

time intervals between the samples is a reasonable starting point for the grid failure detection method. 

This is about an 8.5-second moving window. 

6 CONCLUSION 

Recent events have shown that synchrophasor data are useful to operators of electric power 

systems. This paper details a fully redundant cybersecure PMU system assembled using commercially 

available off-the-shelf products. Using the information available from these redundant systems, new 

analytics can be used to increase the reliability of the power grid. The topics discussed in this paper 

demonstrate or illustrate the following points: 

 Wide-area management system projects funded by the U.S. Department of Energy are 

encouraged to use commercially available products. These products are available and applied 

today. 

 Regulatory groups are defining redundancy requirements. 
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 Synchrophasor data can be displayed using direct measurements or calculated values to 

improve operator understanding of events. 

 As applications expand, a flexible system to view calculation results is desirable. 

 Available information can be used to increase the reliability of the power grid with new 

analytics. 

Just as relay systems are designed to be secure and reliable, synchrophasor systems apply 

redundancy techniques to achieve the same objectives. 
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